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IMPORTANT NOTES
WORK TO FIGURED DIMENSIONS ONLY.
CHECK DIMENSIONS ON SITE BEFORE
COMMENCING WORK.
ANY DISCREPANCIES SHOULD BE
REPORTED BACK TO OUR OFFICE.
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X-RAY LOCATION / RPA

Any indications given in respect of radiation
protection, the siting of x-ray equipment and / or
x-ray controls is for guidance purposes only.
It is for your appointed RPA to review the
environment in which the x-ray machine is to
operate and to ensure your compliance under
IRR99. This drawing should not be used as the
basis for any design, construction work or the
provisioning of services involving x-ray
equipment without the approval of your RPA.
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INFECTION CONTROL ADVISOR PRIOR TO
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NOTE:

Water QD in upstand

Outlets indicative

Arrange in cup'd for best fit.
4 x Double Sockets.

4 x Double Data.

Water QD in upstand

USB for sensors
finished in face plate.
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